
Sealing material

Sealing material

Sealing material

Sealing material
Sealing materi
al

Sealing material

Switch box

Switch box

Air filter
Maintenance cover

Heat exchanger

Inspection hole

Notes

To allow for the inspection of the air filters, heat exchangers, and fans, be sure to provide the inspection hole.
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To perform maintenance on the air filter, it is required to provide a service access panel.
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